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KEY NOTE
1 PROVIDE SIAMESE FIRE DEPARTMENT CONNECTION ON EXTERIOR, 36" ABOVE
GRADE. PROVIDE DRAIN TO EXTERIOR. REFER TO DETAIL 2/FX101.
2 PROVIDE 5" DRY STANDPIPE WITH QUANTITY (2) 2-1/2" HOSE VALVE CONNECTIONS AT
EACH FLOOR. COORDINATE FINAL LOCATION WITH DOMESTIC WATER RISER.
s 2 D 0 s o 2 D 87880
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FIRE SUPPRESION GENERAL NOTES
1 DESIGN, INSTALLATION AND TESTING SHALL BE IN ACCORDANCE WITH NFPA 14
FOR MANUAL DRY STAND PIPE SYSTEM EXCEPT AS MODIFIED BY SPECIFICATION
SECTION 21 12 00.
2 CONTRACTOR SHALL PROVIDE DESIGN, MATERIALS, EQUIPMENT AND
INSTALLATION, INSPECTION AND TESTING OF A COMPLETE AND READY FOR
OPERATION FIRE-SUPPRESSION MANUAL DRY STANDPIPE SYSTEM AS REQUIRED
BY NFPA 14.
3 SIZE STANDPIPES TO PROVIDE 100 PSIG AT THE MOST REMOTE CONNECTIONS.
4  CONNECTION SHALL BE THREADED TO MATCH THOSE ON THE LOCAL FIRE
PROTECTION SERVICE.
5  ALL DEVICES AND EQUIPMENT SHALL BE UNDERWRITERS LABORATORIES LISTED
FOR THE INTENDED PURPOSE.
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